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NUMBER SHEET NAME / DESCRIPTION

SHEET

STATUS

LATEST SHEET ISSUE

NUMBER DATE

GENERAL

T1.0 TITLE SHEET IFB IFB AUG. 3, 2026

T1.1 PROJECT INFORMATION IFB IFB AUG. 3, 2026

T1.1L LIFE SAFETY PLAN IFB IFB AUG. 3, 2026

T1.1PH PROJECT PHASING PLAN IFB IFB AUG. 3, 2026

T1.2L SECOND LEVEL LIFE SAFETY PLAN IFB IFB AUG. 3, 2026

T1.3 HAZARDOUS MATERIALS CODE REVIEW PLAN IFB IFB AUG. 3, 2026

T2.0 SPECIAL INSPECTION REQUIREMENTS IFB IFB AUG. 3, 2026

CIVIL

C0.1 COVER SHEET IFB IFB AUG. 3, 2026

C0.2 SPECIFICATIONS IFB IFB AUG. 3, 2026

C1.0A EXISTING SITE AND DEMOLITION PLAN - AREA A IFB IFB AUG. 3, 2026

C1.0B EXISTING SITE AND DEMOLITION PLAN - AREA B IFB IFB AUG. 3, 2026

C1.0C EXISTING SITE AND DEMOLITION PLAN - AREA C IFB IFB AUG. 3, 2026

C1.0D EXISTING SITE AND DEMOLITION PLAN - AREA D IFB IFB AUG. 3, 2026

C1.1A SITE PLAN - AREA A IFB IFB AUG. 3, 2026

C1.1B SITE PLAN - AREA B IFB IFB AUG. 3, 2026

C1.1C SITE PLAN - AREA C IFB IFB AUG. 3, 2026

C1.1D SITE PLAN - AREA D IFB IFB AUG. 3, 2026

C1.2A GRADING AND EROSION CONTROL - AREA A IFB IFB AUG. 3, 2026

C1.2B GRADING AND EROSION CONTROL - AREA B IFB IFB AUG. 3, 2026

C1.2C GRADING AND EROSION CONTROL - AREA C IFB IFB AUG. 3, 2026

C1.2D GRADING AND EROSION CONTROL - AREA D IFB IFB AUG. 3, 2026

C1.3A UTILITY PLAN - AREA A IFB IFB AUG. 3, 2026

C1.3B UTILITY PLAN - AREA B IFB IFB AUG. 3, 2026

C1.3C UTILITY PLAN - AREA C IFB IFB AUG. 3, 2026

C1.3D UTILITY PLAN - AREA D IFB IFB AUG. 3, 2026

C1.4A LANDSCAPING PLAN - AREA A IFB IFB AUG. 3, 2026

C1.4B LANDSCAPING PLAN - AREA B IFB IFB AUG. 3, 2026

C1.4C LANDSCAPING PLAN - AREA C IFB IFB AUG. 3, 2026

C1.4D LANDSCAPING PLAN - AREA D IFB IFB AUG. 3, 2026

C2.0 DETAILS IFB IFB AUG. 3, 2026

C2.1 LIFT STATION DETAIL AND SCHEDULE IFB IFB AUG. 3, 2026

C3.1 SITE PHOTOMETRIC PLAN & DETAILS IFB IFB AUG. 3, 2026

PERSPECTIVE LOOKING SOUTHEAST

NUMBER SHEET NAME / DESCRIPTION

SHEET

STATUS

LATEST SHEET ISSUE

NUMBER DATE

PLUMBING

P0.1 LEGEND AND SPECIFICATIONS IFB IFB AUG. 3, 2026

P0.2 SPECIFICATIONS IFB IFB AUG. 3, 2026

PD1.1 FIRST FLOOR DEMOLITION PLAN IFB IFB AUG. 3, 2026

P1.U OVERALL UNDERGROUND PLAN IFB IFB AUG. 3, 2026

P1.UA UNDERGROUND PLAN - AREA 'A' IFB IFB AUG. 3, 2026

P1.UB UNDERGROUND PLAN - AREA 'B' IFB IFB AUG. 3, 2026

P1.1 OVERALL FIRST FLOOR PLAN IFB IFB AUG. 3, 2026

P1.1A FIRST FLOOR PLAN - AREA 'A' IFB IFB AUG. 3, 2026

P1.1B FIRST FLOOR PLAN - AREA 'B' IFB IFB AUG. 3, 2026

P1.1C FIRST FLOOR PLAN - AREA 'C' IFB IFB AUG. 3, 2026

P1.1DE FIRST FLOOR PLAN - AREA 'D' & 'E' IFB IFB AUG. 3, 2026

P1.2 OVERALL SCOND LEVEL IFB IFB AUG. 3, 2026

P1.2A SECOND LEVEL PLANS - AREA 'A' IFB IFB AUG. 3, 2026

P1.2B SECOND LEVEL PLAN - AREA 'B' IFB IFB AUG. 3, 2026

P1.2C UNOCCUPIED PRODUCTION WALK-ON PLAN - AREA 'C' IFB IFB AUG. 3, 2026

P3.0 DRAIN, WASTE, AND VENT ISOMETRICS - AREA 'A' AND SCHEDULES IFB IFB AUG. 3, 2026

P3.1 DRAIN, WASTE, AND VENT ISOMETRICS - AREA 'B' IFB IFB AUG. 3, 2026

P3.2 DRAIN, WASTE, AND VENT ISOMETRICS - AREA 'B' IFB IFB AUG. 3, 2026

P3.3 WATER ISOMETRICS - AREA 'A' AND CALCULATIONS IFB IFB AUG. 3, 2026

P3.4 WATER ISOMETRICS - AREA 'B, C & D' IFB IFB AUG. 3, 2026

P3.5 STORM ISOMETRICS IFB IFB AUG. 3, 2026

P4.0 DETAILS IFB IFB AUG. 3, 2026

P4.1 PROCESS ROOM DETAILS IFB IFB AUG. 3, 2026

P4.2 PROCESS ROOM DETAILS IFB IFB AUG. 3, 2026

P5.0 SCHEDULES IFB IFB AUG. 3, 2026

FIRE PROTECTION

FP0.1 LEGEND AND SPECIFICATIONS IFB IFB AUG. 3, 2026

FPD1.1 FIRST FLOOR DEMOLITION PLAN IFB IFB AUG. 3, 2026

FP1.1 OVERALL FIRST FLOOR PLAN IFB IFB AUG. 3, 2026

FP1.1A FIRST FLOOR PLAN - AREA 'A' IFB IFB AUG. 3, 2026

FP1.1B FIRST FLOOR PLAN - AREA 'B' IFB IFB AUG. 3, 2026

FP1.1D FIRST FLOOR PLAN - AREA 'D' IFB IFB AUG. 3, 2026

FP1.1E FIRST FLOOR PLAN - AREA 'E' IFB IFB AUG. 3, 2026

FP1.1F FIRST FLOOR PLAN - AREA 'F' IFB IFB AUG. 3, 2026

FP1.2 OVERALL SECOND FLOOR PLAN IFB IFB AUG. 3, 2026

FP1.2B SECOND LEVEL PLAN - AREA 'B' IFB IFB AUG. 3, 2026

FP1.2C UNOCCUPIED PRODUCTION WALK-ON PLAN - AREA 'C' IFB IFB AUG. 3, 2026

FP1.2DE SECOND FLOOR PLAN - AREA 'D' & 'E' IFB IFB AUG. 3, 2026

FP3.1 PROCESS ROOM DETAILS IFB IFB AUG. 3, 2026

HVAC

H0.1 LEGEND AND SPECIFICATIONS IFB IFB AUG. 3, 2026

H0.2 SPECIFICATIONS IFB IFB AUG. 3, 2026

H0.3 SPECIFICATIONS IFB IFB AUG. 3, 2026

H0.6 BASIS OF DESIGN - FILTRATION IFB IFB AUG. 3, 2026

H0.7 BASIS OF DESIGN - TEMPERATURE IFB IFB AUG. 3, 2026

HD1.1A FIRST FLOOR DEMOLITION PLAN - AREA 'A' IFB IFB AUG. 3, 2026

HD1.1B FIRST FLOOR DEMOLITION PLAN - AREA 'B' IFB IFB AUG. 3, 2026

HD1.3D ROOF DEMOLITION PLAN - AREA 'D' IFB IFB AUG. 3, 2026

H1.1A FIRST FLOOR PLAN - AREA 'A' IFB IFB AUG. 3, 2026

H1.1B FIRST FLOOR PLAN - AREA 'B' IFB IFB AUG. 3, 2026

H1.1CD FIRST FLOOR PLAN - AREA 'C' & 'D' IFB IFB AUG. 3, 2026

H1.1S SNOW MELT PLAN IFB IFB AUG. 3, 2026

H1.2AB SECOND FLOOR PLAN - AREA 'A' & 'B' IFB IFB AUG. 3, 2026

H1.3A ROOF PLAN - AREA 'A' IFB IFB AUG. 3, 2026

H1.3B ROOF PLAN - AREA 'B' IFB IFB AUG. 3, 2026

H1.3C ROOF PLAN - AREA 'C' IFB IFB AUG. 3, 2026

H1.3D ROOF PLAN - AREA 'D' IFB IFB AUG. 3, 2026

H2.0 SECTIONS AND ENLARGED PLANS IFB IFB AUG. 3, 2026

H3.0 DETAILS IFB IFB AUG. 3, 2026

H3.1 DETAILS IFB IFB AUG. 3, 2026

H3.2 PROCESS ROOM DETAILS IFB IFB AUG. 3, 2026

H3.3 PROCESS ROOM DETAILS IFB IFB AUG. 3, 2026

H4.0 SCHEDULES IFB IFB AUG. 3, 2026

H4.1 SCHEDULES IFB IFB AUG. 3, 2026

ELECTRICAL

E0.1 LEGEND AND SPECIFICATIONS IFB IFB AUG. 3, 2026

E0.2 SPECIFICATIONS IFB IFB AUG. 3, 2026

E0.3 SPECIFICATIONS IFB IFB AUG. 3, 2026

ED1.1A FIRST FLOOR DEMOLITION PLAN - AREA 'A' IFB IFB AUG. 3, 2026

ED1.1B FIRST FLOOR DEMOLITION PLAN - AREA 'B' IFB IFB AUG. 3, 2026

E1.1AL FIRST FLOOR PLAN - AREA 'A' - LIGHTING IFB IFB AUG. 3, 2026

E1.1AP FIRST FLOOR PLAN - AREA 'A' - POWER IFB IFB AUG. 3, 2026

E1.1APR FIRST FLOOR PLAN - AREA 'A' - PROCESS POWER IFB IFB AUG. 3, 2026

E1.1AS FIRST FLOOR PLAN - AREA 'A' - SYSTEMS IFB IFB AUG. 3, 2026

E1.1AU FIRST FLOOR PLAN - AREA 'A' - UNDERGROUND IFB IFB AUG. 3, 2026

E1.1BL FIRST FLOOR PLAN - AREA 'B' - LIGHTING IFB IFB AUG. 3, 2026

E1.1BP FIRST FLOOR PLAN - AREA 'B' - POWER IFB IFB AUG. 3, 2026

E1.1BPR FIRST FLOOR PLAN - AREA 'B' - PROCESS POWER IFB IFB AUG. 3, 2026

E1.1BS FIRST FLOOR PLAN - AREA 'B' - SYSTEMS IFB IFB AUG. 3, 2026

E1.1BU FIRST FLOOR PLAN - AREA 'B' - UNDERGROUND IFB IFB AUG. 3, 2026

E1.1DP FIRST FLOOR PLAN - AREA 'D' - POWER IFB IFB AUG. 3, 2026

E1.2BL SECOND FLOOR PLAN - AREA 'B' - LIGHTING IFB IFB AUG. 3, 2026

E1.2BP SECOND FLOOR PLAN - AREA 'B' - POWER IFB IFB AUG. 3, 2026

E1.2BPR SECOND FLOOR PLAN - AREA 'B' - PROCESS POWER IFB IFB AUG. 3, 2026

E1.2BS SECOND FLOOR PLAN - AREA 'B' - SYSTEMS IFB IFB AUG. 3, 2026

E1.3A ROOF PLAN - AREA 'A' IFB IFB AUG. 3, 2026

E1.3B ROOF PLAN - AREA 'B' IFB IFB AUG. 3, 2026

E2.0 GROUNDING GRID PLAN IFB IFB AUG. 3, 2026

E2.1 ENLARGED - PROCESS POWER - CHURN ROOM IFB IFB AUG. 3, 2026

E2.2 ENLARGED - PROCESS POWER CONDUITS IFB IFB AUG. 3, 2026

E2.3 ENLARGED PLANS & ELEVATIONS IFB IFB AUG. 3, 2026

E3.0 ELECTRICAL POWER DETAILS IFB IFB AUG. 3, 2026

E3.3 PROCESS ROOM DETAILS IFB IFB AUG. 3, 2026

E4.0 ONELINE DIAGRAM LEGEND & SCHEDULES UTILITY SERVICE 4 IFB IFB AUG. 3, 2026

E4.1 ONELINE DIAGRAM LEGEND & SCHEDULES UTILITY SERVICE 5 IFB IFB AUG. 3, 2026

E5.0 MOTOR SCHEDULES IFB IFB AUG. 3, 2026

E5.2 PANEL SCHEDULES IFB IFB AUG. 3, 2026

E6.0 LIGHT FIXTURE SCHEDULE IFB IFB AUG. 3, 2026

FIRE ALARM

FA0.1 FIRE ALARM MATRIX AND RISER DIAGRAM IFB IFB AUG. 3, 2026

FA1.1 FIRST FLOOR PLAN - FIRE ALARM - AREA A IFB IFB AUG. 3, 2026

FA1.2 FIRST FLOOR PLAN - FIRE ALARM - AREA B IFB IFB AUG. 3, 2026

FA2.1 SECOND FLOOR PLAN - FIRE ALARM - AREA B IFB IFB AUG. 3, 2026

NUMBER SHEET NAME / DESCRIPTION

SHEET

STATUS

LATEST SHEET ISSUE

NUMBER DATE

ARCHITECTURAL

A0.1 SPECIFICATIONS IFB IFB AUG. 3, 2026

A0.2 SPECIFICATIONS IFB IFB AUG. 3, 2026

AD1.1A FIRST FLOOR DEMOLITION PLAN - AREA 'A' IFB IFB AUG. 3, 2026

AD1.1B FIRST FLOOR DEMOLITION PLAN - AREA 'B' IFB IFB AUG. 3, 2026

AD1.1E FIRST FLOOR DEMOLITION PLAN - AREA 'E' IFB IFB AUG. 3, 2026

AD1.3AB ROOF DEMOLITION PLAN - AREA 'A' & 'B' IFB IFB AUG. 3, 2026

AD2.0 EXTERIOR DEMO ELEVATIONS IFB IFB AUG. 3, 2026

A1.0 OVERALL FIRST FLOOR PLAN IFB IFB AUG. 3, 2026

A1.1AB FIRST FLOOR PLAN - AREA 'A' & 'B' IFB IFB AUG. 3, 2026

A1.1A FIRST FLOOR PLAN - AREA 'A' IFB IFB AUG. 3, 2026

A1.1B FIRST FLOOR PLAN - AREA 'B' IFB IFB AUG. 3, 2026

A1.2AB SECOND LEVEL PLAN - AREA 'A' & 'B' IFB IFB AUG. 3, 2026

A1.2A SECOND FLOOR PLAN - AREA 'A' IFB IFB AUG. 3, 2026

A1.2B SECOND LEVEL PLAN - AREA 'B' IFB IFB AUG. 3, 2026

A1.3AB ROOF PLAN - AREA 'A' & 'B' IFB IFB AUG. 3, 2026

A1.4 ROOF DETAILS IFB IFB AUG. 3, 2026

A2.0 EXTERIOR ELEVATIONS IFB IFB AUG. 3, 2026

A2.1 EXTERIOR ELEVATIONS IFB IFB AUG. 3, 2026

A3.0 BUILDING SECTIONS IFB IFB AUG. 3, 2026

A3.1 BUILDING SECTIONS IFB IFB AUG. 3, 2026

A3.2 BUILDING SECTIONS IFB IFB AUG. 3, 2026

A3.3 BUILDING SECTIONS IFB IFB AUG. 3, 2026

A3.4 BUILDING SECTIONS IFB IFB AUG. 3, 2026

A3.5 BUILDING SECTIONS IFB IFB AUG. 3, 2026

A4.0 INTERIOR WALL TYPES IFB IFB AUG. 3, 2026

A4.1 IMP DETAILS IFB IFB AUG. 3, 2026

A4.2 PRECAST DETAILS IFB IFB AUG. 3, 2026

A4.3 WALL SECTIONS & DETAILS IFB IFB AUG. 3, 2026

A4.4 WALL SECTIONS & DETAILS IFB IFB AUG. 3, 2026

A4.5 WALL SECTIONS & DETAILS IFB IFB AUG. 3, 2026

A4.6 WALL SECTIONS & DETAILS IFB IFB AUG. 3, 2026

A4.7 WALL SECTIONS & DETAILS IFB IFB AUG. 3, 2026

A4.8 IMP BASE & CURB  DETAILS IFB IFB AUG. 3, 2026

A4.9 WALL SECTIONS & DETAILS IFB IFB AUG. 3, 2026

A4.10 WALL SECTIONS & DETAILS IFB IFB AUG. 3, 2026

A4.11 PLAN DETAILS IFB IFB AUG. 3, 2026

A4.20 STAIR PLANS IFB IFB AUG. 3, 2026

A4.21 STAIR PLANS IFB IFB AUG. 3, 2026

A4.22 STAIRS & LADDER PLANS IFB IFB AUG. 3, 2026

A4.23 STAIR & RAILING DETAILS IFB IFB AUG. 3, 2026

A4.24 STAIR  PLANS & DETAILS IFB IFB AUG. 3, 2026

A4.25 RAMP SECTIONS & DETAILS IFB IFB AUG. 3, 2026

A4.30 STAIR PLANS IFB IFB AUG. 3, 2026

A4.31 STAIR PLANS IFB IFB AUG. 3, 2026

A4.32 STAIR PLANS IFB IFB AUG. 3, 2026

A4.33 STAIR PLANS IFB IFB AUG. 3, 2026

A5.0 ENLARGED PLANS IFB IFB AUG. 3, 2026

A6.0 SCHEDULES IFB IFB AUG. 3, 2026

A6.1 DOOR SCHEDULE IFB IFB AUG. 3, 2026

A6.2 WINDOW ELEVATIONS & DETAILS IFB IFB AUG. 3, 2026

A6.3 DOOR DETAILS IFB IFB AUG. 3, 2026

A7.1AB FIRST FLOOR REFLECTED CEILING PLAN - AREA 'A' & 'B' IFB IFB AUG. 3, 2026

A7.2AB SECOND LEVEL REFLECTED CEILING PLAN - AREA 'A' & 'B' IFB IFB AUG. 3, 2026

A8.0 FLOOR OPENING & FINISH DETAILS IFB IFB AUG. 3, 2026

A8.1 SHOP APPLIED COATINGS REFLECTED PLAN - LEVEL 1 IFB IFB AUG. 3, 2026

A8.2 SHOP APPLIED COATINGS PLAN REFLECTED WALK ON & CEILING

SPACE

IFB IFB AUG. 3, 2026

A8.3 SHOP APPLIED COATINGS PLAN - EXTERIOR IFB IFB AUG. 3, 2026

A8.4 FIRST FLOOR FINISH PLAN IFB IFB AUG. 3, 2026

A8.5 SECOND LEVEL FINISH PLAN IFB IFB AUG. 3, 2026

A9.0 PROCESS & PRECAST WALL OPENING DETAILS IFB IFB AUG. 3, 2026

A10.0 PRECAST ELEVATIONS IFB IFB AUG. 3, 2026

A10.1 PRECAST ELEVATIONS IFB IFB AUG. 3, 2026

A10.2 PRECAST ELEVATIONS IFB IFB AUG. 3, 2026

A10.3 PRECAST ELEVATIONS IFB IFB AUG. 3, 2026

A.1PR PIPE ROUTING PLAN IFB IFB AUG. 3, 2026

STRUCTURAL

S0.1 SPECIFICATIONS IFB IFB AUG. 3, 2026

S0.2 DESIGN CRITERIA IFB IFB AUG. 3, 2026

S0.3 FLOOR LOADING PLANS - AREA 'B' IFB IFB AUG. 3, 2026

S0.4 ROOF LOADING PLANS - AREA 'A' & 'B' IFB IFB AUG. 3, 2026

S0.5 ROOF DIAPHRAGM LOADING PLANS IFB IFB AUG. 3, 2026

S1.1 FOUNDATION PLAN - AREA 'A' & 'B' IFB IFB AUG. 3, 2026

S1.1A FOUNDATION PLAN - AREA 'A' IFB IFB AUG. 3, 2026

S1.1B FOUNDATION PLAN - AREA 'B' IFB IFB AUG. 3, 2026

S1.1SA CONCRETE FLOOR SLAB PLAN - AREA 'A' IFB IFB AUG. 3, 2026

S1.1SB CONCRETE FLOOR SLAB PLAN - AREA 'B' IFB IFB AUG. 3, 2026

S1.2B SECOND FLOOR FRAMING PLAN - AREA 'B' IFB IFB AUG. 3, 2026

S1.2SB SECOND LEVEL SLAB LAYOUT & OPENING PLAN - AREA 'B' IFB IFB AUG. 3, 2026

S1.3 ROOF FRAMING PLAN - AREA 'A' & 'B' IFB IFB AUG. 3, 2026

S1.3A ROOF FRAMING PLAN - AREA 'A' IFB IFB AUG. 3, 2026

S1.3AP ROOF OPENING PLAN - AREA 'A' IFB IFB AUG. 3, 2026

S1.3B ROOF FRAMING PLAN - AREA 'B' IFB IFB AUG. 3, 2026

S1.3BP ROOF OPENING PLAN - AREA 'B' IFB IFB AUG. 3, 2026

S1.4 MISC. FRAMING PLANS IFB IFB AUG. 3, 2026

S1.5 PIPE BRIDGE FRAMING PLAN AND DETAILS IFB IFB AUG. 3, 2026

S2.0 FOUNDATION SCHEDULES & DETAILS IFB IFB AUG. 3, 2026

S2.1 FOUNDATION DETAILS IFB IFB AUG. 3, 2026

S2.2 FOUNDATION DETAILS IFB IFB AUG. 3, 2026

S2.3 FOUNDATION DETAILS IFB IFB AUG. 3, 2026

S2.4 GRADE BEAM SCHEDULE & DETAILS IFB IFB AUG. 3, 2026

S2.5 SLAB ON GRADE SCHEDULES AND DETAILS IFB IFB AUG. 3, 2026

S2.6 SLAB ON GRADE DETAILS IFB IFB AUG. 3, 2026

S3.0 STEEL COLUMN SCHEDULES & DETAILS IFB IFB AUG. 3, 2026

S3.1 STEEL BEAM SCHEDULES & DETAILS IFB IFB AUG. 3, 2026

S3.2 STEEL DECK SCHEDULES & DETAILS IFB IFB AUG. 3, 2026

S3.3 TYPICAL FRAMING DETAILS IFB IFB AUG. 3, 2026

S3.4 ROOF FRAMING DETAILS IFB IFB AUG. 3, 2026

S3.5 ROOF FRAMING DETAILS IFB IFB AUG. 3, 2026

S3.6 MONORAIL SCHEDULE & SECTIONS IFB IFB AUG. 3, 2026

S3.7 MONORAIL DETAILS IFB IFB AUG. 3, 2026

S4.0 FRAMING ELEVATIONS IFB IFB AUG. 3, 2026

S4.1 FRAMING ELEVATION DETAILS IFB IFB AUG. 3, 2026

S4.2 FRAMING ELEVATION DETAILS IFB IFB AUG. 3, 2026

S5.0 MASONRY ELEVATIONS IFB IFB AUG. 3, 2026

S5.1 MASONRY SCHEDULES & DETAILS IFB IFB AUG. 3, 2026

S5.2 MASONRY DETAILS IFB IFB AUG. 3, 2026

IFB AUG. 3, 2026
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CENTERLINE OF RIGHT-OF-WAY PER ORDINANCE 19-11 & AQUA ENGINEERING DRAWINGS

FUTURE RIGHT-OF-WAY LINE PER ORDINANCE 19-11

FUTURE 30' BUILDING SETBACK LINE PER ORDINANCE 19-11

CURRENT RIGHT-OF-WAY LINE / LOTLINE PER HANSEN SURVEY
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SANITARY FIXTURES

GENERAL BUILDING HEIGHTS AND AREAS

CONSTRUCTION CLASSIFICATION

APPLICABLE BUILDING CODES

2 (URINAL)

5 (WC)

8 5

180 PERSONS 2.191/100
F GROUP

(FACTORY)
1/100 1/400

1/10001/100
S GROUP

(STORAGE)
1/100 .024 PERSONS

39 PERSONS .78
B GROUP

(OFFICE)
1/100

OCCUPANCY WATER CLOSETS LAVATORIES DRINK FOUNTAINS

TYPE EXIST. CAPACITY FACTORS # M. FIX. # F. FIX. FACTORS FACTORS # FIX.

TOTAL 2.99

PLUMBING FIXTURE FACTORS BASED ON 2024 IBC TABLE 2902.1

PROVIDED

FIXTURES

1/25 (FIRST 50)

1/50 (AFTER)

1/40 (FIRST 80)

1/80 (AFTER)

2024 IBC SECTION 602.2 TYPE II(B) CONSTRUCTION

ALLOWABLE BUILDING HEIGHT IN FEET:

2024 IBC TABLE 504.3 (75') MAX HEIGHT - SPRINKLERED

ALLOWABLE NUMBER OF STORIES ABOVE GRADE PLANE:

2024 IBC TABLE 504.4 (3) STORIES - SPRINKLERED (BASED ON THE MOST RESTRICTIVE OCCUPANCY 'F1')

ALLOWABLE AREA FACTOR IN SQUARE FEET:

2024 IBC SECTION 507.5 THE AREA OF A GROUP B, F, M, OR S BUILDING NO MORE THAN TWO STORIES ABOVE 

GRADE PLANE SHALL NOT BE LIMITED WHERE THE BUILDING IS EQUIPPED THROUGHOUT WITH AN AUTOMATIC 

SPRINKLER SYSTEM IN ACCORDANCE WITH SECTION 903.3.1.1 AND IS SURROUNDED AND ADJOINED BY PUBLIC 

WAYS OR YARDS NOT LESS THAN 60 FEET IN WIDTH.

PROJECT HEIGHT & AREA :

• PROVIDED BUILDING HEIGHT IN FEET = 31'

• PROVIDED STORIES ABOVE GRADE PLANE = (2)

• PROVIDED BUILDING AREA IN SQUARE FEET = 25,814

OCCUPANCY CLASSIFICATION AND USE

THE BUILDING ADDITION IS CLASSIFIED AS FACTORY GROUP F-1 - 2024 IBC SECTION 306.2 - FACTORY INDUSTRIAL 

MODERATE HAZARD

OCCUPANCY CLASSIFICATIONS WITHIN BUILDING INCLUDE:

BUSINESS GROUP B 2024 IBC SECTION 304.1 - BUSINESS

FACTORY GROUP F-1 2024 IBC SECTION 306.2 - FACTORY INDUSTRIAL MODERATE HAZARD

STORAGE GROUP S-1 2024 IBC SECTION 311.2 - MODERATE HAZARD STORAGE

HIGH HAZARD GROUP H 2024 IBC SECTION 307 - HIGH HAZARD

2024 IBC SECTION 508

• NON-SEPARATED USES w/ MIXED OCCUPANCY

• BUILDING IS DESIGNED FOR F-1 OCCUPANCY (MOST RESTRICTIVE)

2024 IBC SECTION 508.2

• ACCESSORY OCCUPANCY CLASSIFICATIONS WITHIN BUILDING INCLUDE HIGH-HAZARD GROUPS H-3 & H-4

2024 IBC SECTIONS 307.1 & 508.4

• THE HIGH-HAZARD GROUP H-4 IS SEPARATED FROM THE REMAINDER OF THE BUILDING WITH 1-HOUR FIRE 

BARRIERS.

MEANS OF EGRESS

EXTERIOR WALL OPENINGS

2024 IBC TABLE 705.9

• BUILDING PERMITTED TO HAVE UNLIMITED UNPROTECTED OPENINGS DUE TO FIRE 

SEPARATION DISTANCE TO PROPERTY LINE IS GREATER THAN 30 FT.

2.19

.02

.78

2.99

2.19

.02

.49

2.7

1.1

.004

.39

1.49

BUILDING SCOPE AND SPECIAL NOTES

THE PURPOSE OF THIS BUILDING ADDITION IS TO EXPAND THE BUTTER PRODUCTION CAPABILITIES AT THIS 

FACILITY.  IT INCLUDES AN EXPANSION OF THEIR CREAM RECEIVING BAY, AN ADDITION TO HOUSE NEW LABEL 

PRINTING EQUIPMENT, BULK CHEMICAL STORAGE, AND NEW BUTTER CHURNS WITH ASSOCIATED EQUIPMENT. 

THIS PROJECT INCLUDES THE ADDITION OF A COMPLETE AUTOMATIC SPRINKLER SYSTEM TO THE NEW 

ADDITION AND ALL EXISTING PORTIONS OF THE FACILITY THAT ARE CURRENTLY NOT SPRINKLED.  PROVIDING 

THIS COMPLETE SPRINKLER COVERAGE ALONG WITH THE PUBLIC YARD AROUND THE ENTIRE FACILITY WILL 

ALLOW UNLIMITED BUILDING AREA. 

ENTIRE BUILDING WILL BE FULLY EQUIPPED w/ AN AUTOMATIC SPRINKLER SYSTEM PER N.F.P.A. 13 AS PART OF 

THIS PROJECT

PORTABLE FIRE EXTINGUISHERS

2024 IBC SECTION 906

• PORTABLE FIRE EXTINGUISHERS PROVIDED IN OCCUPANCIES AND LOCATIONS AS REQUIRED - SEE CODE 

REVIEW FLOOR PLAN

GENERAL HEIGHT AND AREA DETERMINED BASED ON TYPE OF CONSTRUCTION, OCCUPANCY CLASSIFICATION, 

AND THE PRESENCE OF A AUTOMATIC SPRINKLER SYSTEM.

FIRE AND SMOKE PROTECTION FEATURES

FIRE WALLS:

2024 IBC SECTION 706

• NO NEW FIREWALLS

FIRE BARRIERS:

2024 IBC SECTION 707

• SEE PLAN FOR LOCATION OF ELECTRICAL ROOMS, CHEM STORAGE ROOMS, ETC. REQUIRING SEPARATION 

BY FIRE BARRIERS IN ACCORDANCE WITH SECTION 707 AND TABLE 508.4

FIRE PARTITIONS:

2024 IBC SECTION 708

PENETRATIONS:

2024 IBC SECTION 714

• ALL PENETRATION OF HORIZONTAL AND WALL ASSEMBLIES SHALL COMPLY WITH THIS SECTION

OPENING FIRE PROTECTION ASSEMBLY RATINGS AND MARKINGS:

2024 IBC SECTION 716

• ALL OPENINGS COMPLY WITH THIS SECTION AND NFPA-80

• ALL OPENINGS COMPLY WITH TABLE 716.1 FOR OPENING FIRE PROTECTION ASSEMBLIES, RATINGS, AND 

MARKINGS - SEE DOOR SCHEDULE AND FIRE BARRIERS AS SHOWN ON PLAN

TOTAL FIRST LEVEL FLOOR AREA 131,444 S.F.

TOTAL SECOND LEVEL FLOOR AREA 27,449 S.F.

TOTAL BUILDING AREA 158,893 S.F.

BUILDING SIZE 

PROPOSED FIRST LEVEL FLOOR AREA 22,860 S.F.

PROPOSED SECOND LEVEL FLOOR AREA   2,954 S.F.

PROPOSED BUILDING AREA 158,893 S.F.

EXIST. FIRST LEVEL FLOOR AREA 108,584 S.F.

EXIST. SECOND LEVEL FLOOR AREA 24,495 S.F.

EXIST. BUILDING AREA 133,079 S.F.

2024 IBC TABLE 1017.2

• 250 FT. EXIT ACCESS TRAVEL DISTANCE (SPRINKLERED)

STAIRS:

2024 IBC SECTION 1005.3.1

(EXCEPTION  #1)

• STAIRWAY EGRESS WIDTH PER OCCUPANT SERVED = .2" (SPRINKLERED)

• (199) TOTAL OCCUPANTS x 0.2" = 39.8" EGRESS WIDTH REQUIRED

• PROVIDED STAIRWAY EGRESS WIDTH = 184" = (4) STAIRS OF VARYING WIDTH

• STAIR WIDTH CALCULATION ACCOUNTS FOR EACH AREA BEING EXITED BY STAIR

2024 IBC SECTION 1011.2

• NOTE THAT MINIMUM STAIR WIDTH IS 44"- THEREFORE PROJECT IS IN EXCESS OF 

CALCULATION 

• SECTION 1011.2 EXCEPTION 1 ALLOWS FOR 36" MINIMUM STAIR WIDTH WHERE LESS 

THAN 50 OCCUPANTS WILL USE A GIVEN STAIR.

OTHER EGRESS COMPONENTS:

2024 IBC SECTION 1005.3.2

EXCEPTION: #1

• EGRESS WIDTH PER OCCUPANT SERVED = 0.15" (SPRINKLERED)

• (329) TOTAL CALCULATED OCCUPANTS x 0.15" = 49.35" EGRESS WIDTH REQUIRED

• PROVIDED MINIMUM EGRESS WIDTH = 34" CLEAR AT EACH 36" DOOR

• PROVIDED CUMULATIVE EGRESS WIDTH = 170" = (5) 36" WIDE DOORS

• EGRESS WIDTH CALCULATION ACCOUNTS FOR NEW & EXISTING AREA DISCHARGING 

THROUGH THE NEW CONSTRUCTION AREAS.

NUMBER OF DOORS AND EXIT ACCESS DOORWAYS:

2024 IBC TABLE 1006.2.1

• SPACES WITH (1) EXIT OR EXIT ACCESS DOOR

• CALCULATED OCCUPANT LOAD IS LESS THAN 49

• MAXIMUM COMMON PATH OF EGRESS TRAVEL DISTANCE IS LESS THAN 100'

2024 IBC SECTION 1006.3.1

• MINIMUM NUMBER OF EXITS OR ACCESS TO EXITS PER STORY

• UPPER FLOORS ARE UNOCCUPIED EQUIPMENT ACCESS PLATFORMS.  IN THE EVENT 

PERSONS ARE ON THE PLATFORM, THE EXISTING RATED STAIR TOWER IS AVAILABLE FOR 

EXITING.

EXIT SIGNS:

2024 IBC SECTION 1013

• EXITS AND EXIT ACCESS DOORS MARKED BY APPROVED EXIT SIGNAGE

• EXIT SIGN PLACEMENT SHALL BE SUCH THAT ANY POINT IN A EXIT ACCESS CORRIDOR OR 

EXIT PASSAGEWAY IS WITHIN 100' (SEE CODE REVIEW FLOOR PLAN FOR LOCATIONS)

ACCESSIBLE MEANS OF EGRESS:

2024 IBC SECTION 1009

• ALL MEANS OF EGRESS ARE AT GRADE.

COMMON PATH OF EGRESS TRAVEL:

2024 IBC SECTION 1006.2.1

• COMMON PATH OF EGRESS TRAVEL IS 100' BASED ON 'F' OCCUPANCY - SPRINKLERED.

ELEVATORS:

• AN EXISTING ELEVATOR IS PROVIDED IN THE DRYER AREA OF THIS FACILITY.

OCCUPANCY SEPARATION

2024 IBC SECTIONS 307.1 & 508.4

• THE HIGH-HAZARD GROUP H-4 IS SEPARATED FROM THE REMAINDER OF THE BUILDING WITH A 2-

HOUR FIRE BARRIER.

FIRE PROTECTION AND LIFE SAFETY SYSTEMS

2024 IBC SECTION 2902.3.3

• THE PATH OF TRAVEL TO TOILET FACILITIES DOES NOT EXCEED 500'

7

# M. FIX. # F. FIX.

2.19

.02

.49

2.7

2024 INTERNATIONAL BUILDING CODE 

2024 INTERNATIONAL EXISTING BUILDING CODE - LEVEL 2

2024 INTERNATIONAL ENERGY CONSERVATION CODE

2024 INTERNATIONAL MECHANICAL CODE 

2024 INTERNATIONAL FUEL GAS CODE

2024 INTERNATIONAL FIRE CODE

2023 NATIONAL ELECTRICAL CODE

2024 INTERNATIONAL PLUMBING CODE

2017 ICC/ANSI A117.1 ACCESSIBILITY CODE

OCCUPANT LOADS

47STORAGE S-1 (STORAGE) 23,739500 GROSS

OCCUPANT LOADS BASED ON 2024 IBC TABLE 1004.5 FOR NEW & EXISTING BUILDING. 

296100 GROSSPRODUCTION 29,614F-1 (FACTORY)

CALCULATED 

OCCUPANT 

LOAD

TABULAR 

DENSITY 

(SF/PERSON)

FLOOR AREA

(S.F.)

CLASSIFICATION OF  

OCCUPANCY FOR USE

ROOM OR 

SPACE 

DESIGNATION

THIS IS BASED ON THREE SHIFTS PER DAY 7 DAYS PER WEEK. 

AS A RESULT, ACTUAL OCCUPANCY AT ANY ONE TIME IS HALF 

OF THIS VALUE OR 100 OCCUPANTS AT ONE TIME.

NOTES

150 GROSSBUSINESS B (ACCESSORY BUSINESS USE) 527,797

TOTAL ACTUAL 

OCCUPANT 

LOAD

200

THIS IS BASED ON THREE SHIFTS PER DAY 7 DAYS PER WEEK. 

AS A RESULT, ACTUAL OCCUPANCY AT ANY ONE TIME IS 

HALF OF THIS VALUE OR 12 OCCUPANTS AT ONE TIME.

OCCUPIED INDUSTRIAL AREA

PROCESS EQUIPMENT ROOMS

F-1 (INDUSTRIAL)

ACCESSORY STORAGE AREA, 

MECHANICAL EQUIPMENT ROOMS

BUSINESS B (ACCESSORY TO F-1)

WAREHOUSE S-1 (STORAGE) 500 GROSS

300 GROSS

100 GROSS

150 GROSS

EXISTING 

BUILDING

EXIST. MILK 

PLANT

BASED ON COMMENTS ABOVE AT ANY ONE TIME IS 

ACTUALLY 150 OCCUPANTS
TOTAL OCCUPANCY

7,809

51,316

24,703

686

2323

676 299

* *

BUILDING OCCUPANT LOAD AS APPROVED BY AHJ - 2020 PROJECT*

NEW 

ADDITION
PRODUCTION F-1 (FACTORY) SEE TABLE 

ON T1.1L
258 76

THIS IS BASED ON THREE SHIFTS PER DAY 7 DAYS PER WEEK. 

AS A RESULT, ACTUAL OCCUPANCY AT ANY ONE TIME IS 

HALF OF THIS VALUE OR 38 OCCUPANTS AT ONE TIME.

6 (EXIST.) BOTTLED 

WATER DISPENSERS

NEW CAPACITY

258 PERSONS

0

0

25,814

IECC 2024 C4015.15

2024 IECC C4015.1

• PER 2024 IECC SECTION C4015.15 AN ON-SITE RENEWABLE ELECTRICITY 

GENERATION SYSTEM PER THIS SECTION WILL BE PROVIDED IN PHASE 2 OF THIS 

OVERALL PROJECT TO BE COMPLETED TENTATIVELY IN 2027.                    -SEE SHEET T1.1PH

EXIST. BOTTLED 

WATER
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EXISTING DRYER AREA 

ELEVATOR

NEW CREAM RECEIVING BUILDING EXPANSION

JOB# 250231400

FACTORY F-1 (ORANGE)

HAZARD H-4 (GREEN)

TYPE II(B) CONSTRUCTION

FULLY SPRINKLERED

22,860 S.F.

H-4 OCCUPANCY

1,334 SQ FT

S-1 STORAGE

21,129 S.F.

F-1 FACTORY

30,631 S.F.

NEW STORAGE WAREHOUSE EXPANSION

JOB# 250429500

STORAGE S-1 (BLUE)

TYPE II(B) CONSTRUCTION

FULLY SPRINKLERED

11,520 S.F.

NEW SILO ALLEY EXPANSION

JOB# 250429500 

FACTORY F-1 (ORANGE)

TYPE II(B) CONSTRUCTION

FULLY SPRINKLERED

165 S.F.

ABANDONED 

3-HR FIREWALLSPRINKLER MUST BE ADDED TO EXISTING 

BUILDING SHOWN WITH YELLOW HATCH AS A 

PART OF PHASE 1

EXISTING BUILDING :

PRODUCTION, STORAGE, WELFARE, MILK RECEIVING, DRYER, 

& EVAPORATOR

FACTORY F-1 (GRAY)

STORAGE S-1 (DIAGONAL HATCH)

TYPE II(B) CONSTRUCTION

PARTIALLY SPRINKLERED

TOTAL BUILDING AREA

EXISTING BUILDING = 143,447 S.F.

NEW CREAM RECEIVING BUILDING EXPANSION = 22,860 S.F.

NEW SILO ALLEY EXPANSION = 165 S.F.

NEW STORAGE WAREHOUSE = 11,520 S.F.

177,992 S.F.

S-1 STORAGE

16,286 S.F.

F-1 FACTORY

30,657 S.F.

S-1 STORAGE

6,135 S.F.

EXISTING UNISEX TOILET ROOM

(1) LAVATORY

(1) WC

NEW UNISEX TOILET ROOMS

(1) LAVATORY - EACH ROOM

(1) WC - EACH ROOM

EXISTING UNISEX TOILET ROOM

(1) LAVATORY

(1) WC

FUTURE AS/RS EXPANSION 

STORAGE S-1

TYPE II(B) CONSTRUCTION

FULLY SPRINKLERED

63,133 S.F.

FUTURE PHASE 2 -  DOCK, 

MECHANICALS, WELFARE, & GARAGE

JOB# 250290700

BUSINESS B-1

STORAGE S-1

TYPE II(B) CONSTRUCTION

FULLY SPRINKLERED

47,722 S.F.

EXCEL TO SEEK VARIANCE TO 

ALLOW BUILDING TO NOT BE 

SPRINKLERED

124'-5 5/8" 90'-10 3/8"

3
2
'-

8
"

EXISTING FIRE 

DEPARTMENT 

ACCESS DOOR

FIRE DEPARTMENT 

ACCESS DOOR

FIRE DEPARTMENT 

ACCESS DOOR

EXISTING UNISEX TOILET ROOM

(1) LAVATORY

(1) WC

EXIST. BOTTLED 

WATER

EXIST. DRINKING FOUNTAIN

S-1 STORAGE

2,831 S.F.

S-1 STORAGE (EXISTING)

F-1 FACTORY (NEW)

S-1 STORAGE (NEW)

F-1 FACTORY (EXISTING)

FUTURE 

DIGESTER TANK

FUTURE 

EQ. TANK

FUTURE 

PHASE 3 

WWTP

FUTURE 

BIOGAS EQ

THICK BLACK DASHED LINE INDICATES EXISTING BUILDING

EXIST. BOTTLED WATER

1-HR. WALL

2-HR. WALL

AREA IN PINK WILL BE PROTECTED WITH 

SPRINKLER SYSTEM AT COMPLETION OF PHASE 

2 OF THE FACILITY EXPANSION. PHASE 2 WILL 

BE RELEASED FOR CONSTRUCTION BEFORE 

SEPTEMBER 2026

EXIST. WWTP

F-1 FACTORY

3,950 S.F.

FUTURE PHASE 3 - WASTE WATER 

TREATMENT FACILITY

JOB# 250231400

FACTORY F-1

TYPE II(B) CONSTRUCTION

FULLY SPRINKLERED

2,000 S.F.

1,124 S.F.

SPRINKLER MUST BE ADDED TO EXISTING 

BUILDING SHOWN WITH YELLOW HATCH AS A 

PART OF PHASE 3

SEPARATE SUBMITTAL

SEPARATE SUBMITTAL

F-1 FACTORY

13,698 S.F.

EXISTING UNISEX 

TOILET ROOM

(1) LAVATORY

(1) WC

EXISTING UNISEX 

TOILET ROOM

(1) LAVATORY

(1) WC

EXISTING DRYER 

AREA ELEVATOR

B-1 BUSINESS

ACCESSORY TO F-1

3,889 S.F.

F-1 FACTORY

3,908 S.F.

EXISTING DRINKING 

FOUNTAIN

EXISTING UNISEX 

TOILET ROOM

(1) LAVATORY

(1) WC

EXISTING TOILET ROOMS

MEN'S

(2) LAVATORIES

(2) URINALS

(2) WC

WOMEN'S

(3) LAVATORIES

(2) WC

NEW SECOND FLOOR AREA

JOB# 250231400

FACTORY F-1 (ORANGE)

TYPE II(B) CONSTRUCTION

FULLY SPRINKLED

2,954 S.F.

UNOCCUPIED 
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PROJECT INFORMATION

0' 50' 100'

1" = 50'-0"NORTH SCALE: 1" = 50'-0"

CODE REVIEW PLAN

0' 50' 100'

1" = 50'-0"NORTH SCALE: 1" = 50'-0"

EXISTING SECOND LEVEL DRYER CODE REVIEW PLAN

0' 50' 100'

1" = 50'-0"NORTH SCALE: 1" = 50'-0"

EXIST. SECOND LEVEL CODE REVIEW PLAN

0' 50' 100'

1" = 50'-0"NORTH SCALE: 1" = 50'-0"

SECOND FLOOR CODE REVIEW PLAN
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